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- J 1. FOR GENERAL NOTES SEE DWG H-2-822335.
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MANUFACTURERS INSTRUCTIONS.

INTERFACE BETWEEN IA(150#)-3101(1"-M7) AND COMPRESSOR SHALL
BE A 1/2" (NPT) FLEXIBLE AIR HOSE. HOSE TUBE AND COVER 5
SHALL BE ETHLENE PROPYLENE RUBBER, NEOPRENE, AND/OR NITRILE
WITH HIGH STRENGTH YARN BRAID (MIN). MAXIMUM WORKING

PRESSURE (PSI) 200, TEMPERATURE RANGE -20°F TO 200° F.
CONSTRUCTION ENGINEER TO DETERMINE FITTINGS REQUIRED FOR
ATTACHMENT.
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